
 

 

 

User Friendly Summary of Test Results for the 
UltraWater / Fluoride Shield Filtration System*  

 
performed by: 

 

 

 

 

 

All tests performed in a NELAP Accredited laboratory environment.  

Abstract: All tests were performed to replicate the flow rates and contact times of AlkaViva 

electric ionizers with a flow rate of 3 liters per minute. No ionization or form of electrolysis was 

used in testing.  

All control water samples (influent samples) were created using DI water that was then spiked 

with contaminant samples and scanned separately for accurate starting values without passing 

through the filters.   

All filters were flushed prior to testing using 10 gallons of DI water, than cleared of excess water 

by air. Prior to collection, approximately 2 liters of control water sample were passed through 

the filter and the effluent samples were collected.  

Testing for heavy metals, disinfectants, and VOC sample groups was performed using the 

UltraWater filter*. Anions group testing was performed with the addition of a Fluoride Shield. 

Completion date: December 10, 2012. Testing for PPCP (Pharmaceuticals and Personal Care 

Products) sample group was performed using the UltraWater filter*. Completion date: August 

3, 2012. 

Influent = The levels found in the control sample prior to passing through the UltraWater Filtration System.  

Effluent = The levels found in the collected sample after passing through the UltraWater Filtration System.  

mg/L = Milligrams per liter, or Parts Per Million (PPM) 

ug/L = Micrograms per Liter, or Parts Per Billion (PPB) 

ND = Nondetectable levels were found in testing. ND is an indicator of the lowest level of accurate reporting based on the test 

equipment capability and the type of tests performed.  

* As used only in AlkaViva electric ionizers  

 



     User Friendly Summary of UltraWater Test Results

Compounds Action  Compound Name

Influent 
Compound 
Level (ng/L)

AlkaViva 
UltraWater 

Results
Reporting 

Limit (ng/L)


 EE2 (17 Alpha-ethynylestradiol)  Not Detected 

 E2 (17 Beta-Estradiol)  Not Detected 

 Estrone  Not Detected 

 Andorostenedione  Not Detected 

 Norethisterone  Not Detected 

 Progesterone  Not Detected 

 Testosterone  Not Detected 



 Acetaminophen  Not Detected 

 Phenazone  Not Detected 

 Ibuprofen  Not Detected 



 Lidocaine  Not Detected 

 Butalbital  Not Detected 

 Meprobamate  Not Detected 

 Albuterol  Not Detected 

 Theophylline  Not Detected 

 Primidone  Not Detected 

  Diclofenac  Not Detected 

  Ketoprofen  Not Detected 

*ND = Nondetectable levels found



     User Friendly Summary of UltraWater Test Results

Compounds Action  Compound Name

Influent 
Compound 
Level (ng/L)

AlkaViva 
UltraWater 

Results
Reporting 

Limit (ng/L)

  Ketorolac  Not Detected 

  Meclofenamic Acid  Not Detected 

! Carbamazepine  Not Detected 

" Amoxicillin  Not Detected 

" Azrothromycin  810 

" Carbadox  Not Detected 

" Chloramphenicol  Not Detected 

" Erythromycin  Not Detected 

" Flumeqine  Not Detected 

" Lincomycin  Not Detected 

" Oxolinic acid  Not Detected 

" Trimethoprim  Not Detected 

 Clofibric acid  Not Detected 

 Warfarin  Not Detected 

 Fluoxetine (Prozac)  Not Detected 

! Dilantin  Not Detected 

##$ Atenolol  Not Detected 

##$ Lopressor  Not Detected 

# Pentoxifylline  Not Detected 

#$ Nifedipine  87 

! Chloridazon  Not Detected 

*ND = Nondetectable levels found



     User Friendly Summary of UltraWater Test Results

Compounds Action  Compound Name

Influent 
Compound 
Level (ng/L)

AlkaViva 
UltraWater 

Results
Reporting 

Limit (ng/L)

%#$ Cimetidine  Not Detected 

& Dehydronifedipine  Not Detected 

'( Bezafibrate  Not Detected 

'( Gemfibrozil  Not Detected 

&( Carisoprodol  Not Detected 

 " Sulfachloropyridazine  Not Detected 

 " Sulfadimethoxine  Not Detected 

 " Sulfamerazine  Not Detected 

 " Sulfadiazine  Not Detected 

 " Sulfamethazine  Not Detected 

 " Sulfamethizole  Not Detected 

 " Sulfathiazole  Not Detected 

 " Sulfamethoxazole  Not Detected 

)! Bendroflumethiazide  Not Detected 

* Diazepam  Not Detected 



   1,7-dimethylxanthine  Not Detected 

   Theobromine  Not Detected 

 Cotinine  Not Detected 

 Caffeine  Not Detected 

 Naproxen  Not Detected 

*ND = Nondetectable levels found



     User Friendly Summary of UltraWater Test Results

Compounds Action  Compound Name

Influent 
Compound 
Level (ng/L)

AlkaViva 
UltraWater 

Results
Reporting 

Limit (ng/L)


" Triclosan  Not Detected 

&+( DEET  Not Detected 



 Butylparaben  Not Detected 

 Ethylparaben  Not Detected 

 Isobutylparaben  Not Detected 

 Methylparaben  Not Detected 

 Propylparaben  Not Detected 

,",",","

" 2,4-D  Not Detected 

" Bromacil  Not Detected 

" Chlorotoluron  Not Detected 

" Diuron  Not Detected 

" Isoproturon  Not Detected 

" Linuron  Not Detected 

" Metazachlor  Not Detected 

 Quinoline  Not Detected 

)!" Atrazine  Not Detected 

)!" Cyanazine  Not Detected 

)! DACT  (Diaminochlorotriazine)  Not Detected 

*ND = Nondetectable levels found



     User Friendly Summary of UltraWater Test Results

Compounds Action  Compound Name

Influent 
Compound 
Level (ng/L)

AlkaViva 
UltraWater 

Results
Reporting 

Limit (ng/L)

)! DEA  (Deethylatrazine)  Not Detected 

)! DIA  (Deisopropylatrazine)  Not Detected 

)!" Propazine  Not Detected 

)!" Simazine  Not Detected 

-.-.-.-.

/( TCEP  Not Detected 

/( TCPP  Not Detected 

/( TDCPP  Not Detected 

! BPA  (Bis Phenol A)  Not Detected 

" Acesulfame-K  Not Detected 

" Sucralose  Not Detected 

  4-nonylphenol  Not Detected 

  4-tert-octylphenol  Not Detected 

0 Iohexol (Iohexal)  Not Detected 

0 Iopromide  Not Detected 

*ND = Nondetectable levels found
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*ND = Nondetectable levels found
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*ND = Nondetectable levels found
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